DUCTED SERVICE REQUIREMENTS

CORNERS OF OPPD PEDESTAL ARE
ONLY LOCATION FOR OPPD DUCT Py PY
STUB OUTS.

SOCKET INSTALLED PER

METER SPEC MANUAL
(INSTALLED BY CUSTOMER)

“POINT OF SERVICE IS THE LINE
SIDE OF THE METER SOCKET”
OPPD SECONDARY CABLE J

PER OPPD METER SPEC MANUAL
O CHAPTER 7

CUSTOMER MUST SEAL DUCT SO
WATER AND DIRT DOES NOT
ENTER TO SVCE DUCT.

EXPANSION COUPLING
SEE TABLE FOR SIZE
(INSTALLED BY CUSTOMER)

SCHEDULE #80
RISER PER TABLE ——— /
(INSTALLED BY CUSTOMER)

OPPD TO POLYFOAM _—
CUSTOMER DUCT OPENINGS
AT TIME OF SERVICE

OPPD PEDESTAL
(INSTALLED BY OPPD)

’-6” MINIMUM
’-0” MAXIMUM
\I\

RISER MUST BE
STRAIGHT VERTICAL
RUN AND FLUSH WITH——

OUTSIDE WALL. \
> FINAL GRADE )
\

SCHEDULE #40
BEND PER TABLE
(INSTALLED BY CUSTOMER)

30”7 MINIMUM

ﬂ SCHEDULE #40 CONDUIT
PER TABLE FROM SOCKET

TO PEDESTAL

(INSTALLED BY CUSTOMER)

NOTE: GLUE ALL JOINTS.

SET SLIP RISER FOR MAXIMUM

EXPANSION. NO MORE THAN
3” SCHEDULE #40 ONE 90 DEGREE BEND WILL
STUB OUT BE ALLOWED IN A SERVICE.

(INSTALLED BY OPPD)
SERVICE DUCT MUST BE INSTALLED
OUTSIDE OPPD EASEMENTS

IF CUSTOMER WANTS TO REDUCE DUCT
SIZE TO 2 12" THEY WILL NEED TO
PURCHASE A 3” TO 2 12" REDUCING

COUPLING.
TABLE
SERVICE MINIMUM COVER| MINIMUM RADIUS| MINIMUM
SIZE OVER DUCT OF ALL BENDS DUCT SIZE

200A HOUSE

SERVICE 30 INCHES 24 INCHES 2 12 INCHES
320A HOUSE 30 INCHES 24 INCHES 3 INCHES

SERVICE

Rev]_sed OI_ZI_ |4 BH AMJ
DESIGN ENTRY BY: ADOLFO MARTINEZ JR
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