TWO CIRCUIT TOTALIZED
THREE PHASE, 4-WIRE, WYE

1.07.10

SECTION 1.07Q

4W TOTALIZED SERVICE
2 CIRCUIT TOTALIZE WYE

INSTRUMENT CABINET
NEUTRAL BONDED TO GROUND
1" MIN STEEL CONDUIT
FOR THE DISTRICT'S METERING INSTRUMENT WIRING

INSTRUMENT TRANSFORMER
METER SOCKET
EXACT NUMBER OF METER SOCKETS VARY
(MAXIMUM OF 4)

TOTALIZERS

INSTRUMENT TRANSFORMER
METER SOCKET

120/208V OR 277/480V LOAD

120/208V OR 277/480V LOAD

NOT FOR NEW CONSTRUCTION

REFER TO DRAWING: 4.06.10

Revised 09-15-08 By SAH
DESIGN ENTRY BY: ROBERT B. ADAMS

ISSUED DATE________