PRIMARY METERING
SINGLE PHASE

1.07.12

480V, 2400V, OR 8000V 1Ø 2W

INSTRUMENT CABINET

CT'S

*PT'S

H1
H2

NEUTRAL BONDED TO CABINET

480V OR 2400V OR 8000V

INSTRUMENT TRANSFORMER
METER SOCKET

1” MIN STEEL CONDUIT FOR THE DISTRICT'S METERING INSTRUMENT WIRING

*PT'S WHEN REQUIRED

PRIMARY METERING
13,800V, THREE PHASE, 4-WIRE, WYE

INSTRUMENT CABINET

CT'S

A
B
C

H1
H2

NEUTRAL BONDED TO CABINET

INSTRUMENT TRANSFORMER
METER SOCKET

1” MIN STEEL CONDUIT FOR THE DISTRICT'S METERING INSTRUMENT WIRING

Revised 07-03-00 By BED
DESIGN ENTRY BY: ROBERT B ADAMS

ISSUED DATE