THREE WIRE WYE SOCKET METERING
120208V 10 3W

CLASS 100 - RATING 24KVA ON BALANCED LOAD
CLASS 200 - RATING 48KVA ON BALANCED LOAD

4.02.14

POWER TRANSFORMER(S)

FIFTH TERMINAL AND NEUTRAL SHALL
BE CONNECTED WITH #12 AWG
INSULATED COPPER WIRE BY CONTRACTOR

FIVE TERMINAL SOCKET 0000006616
/ (METER, VM-62-S)

LOAD
- 10
120208V WYE

~—— 2'-6" MINIMUM - 5'-6" MAXIMUM 4‘

GRADE OR SUBSTANTIAL
STANDING SURFACE \
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