3Ø FOUR WIRE WYE METERING

KW AND KVA

4.06.17

M81D

COLOR CODED NUMBER 12-7 STRAND WIRES FURNISHED AND INSTALLED BY OPPD.

POTENTIAL TRANSFORMER WITH 2.4:1 RATIO CONNECTIONS BY OPPD WHEN REQUIRED.

4-WIRE WYE SOURCE

POLARITY MARK (TYPICAL)

CURRENT TRANSFORMERS RATED FOR LOAD CURRENT

LOAD 4 WIRE WYE 120/240V 277/480V

TRANSFORMER GROUND ROD

BLACK-WHITE
RED-WHITE
GREEN-WHITE
ORANGE-BLACK
BLACK
RED
GREEN
ORANGE-BLACK

TEST SWITCH MD-021

AUTO TRANSFORMER MG-84

REFER TO DRAWING 8.0A

Revised 06-29-01 By BED
DESIGN ENTRY BY: BRANT DANGEL

ISSUED DATE_________