RESIDENTIAL OVERHEAD SERVICE
SERVICE RISER CONDUIT ON EXTERIOR WALL

6.09

1. Conduit to be securely fastened to wall no coupling in top 10 feet of conduit.

2. Approved wire holder
   Weaver W-32
   Joelyn J-0505
   Chance F-2225
   Oliver 2039
   Hubbard 67369 or equivalent

3. 2'-4" MIN.

4. 2'-4" MIN.

5. 4'-4" MAX.

6. 4'-4" MAX.

7. Above finished grade, sidewalks or from any platform or projection from which the conductor may be reached...10.5'FT

8. Over residential driveway...15'FT

9. Over roads, streets, and other areas subject to truck traffic...15'FT

10. 6'-4" MIN. TO BOTTOM OF DRIP LOOP

FINISHED GRADE

GARAGE OR OTHER BUILDING

Revised 05-31-07 By MCH
DESIGN ENTRY BY: BRANT DANGEL

ISSUED DATE________